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PROJECT:   MICHIGAN SHORES AREA WATER DISTRICT   
 

CLIENT:  NEW BUFFALO TOWNSHIP 
 

 

ISSUE DATE:   05/07/2018 
 

 

The following clarifications and changes shall be included in the Plans and Specifications for the above 

referenced project, as prepared by Wightman dated 5/3/2018. 

 
SPECIFICATIONS: 
 
1. PS-25, Valves and Boxes; “or equal” was added to the Gate Valve specification.  

 
2. PS-1 through PS-4, Proposal; The “Track Monitoring” pay item has been removed from the project.  All 

expenses incurred for permits and monitoring required by AMTRAK shall be billed directly to the 
OWNER.  Any administrative costs for coordinating with AMTRAK shall be included under other pay 
items.  Use the updated proposal for submittal of bid documents. 

 
DRAWINGS: 
 
1. 170849-01, Cover Sheet; This sheet has been reissued to identify all new sheets issued as part of 

Revision 3. 

2. 70849-08, Plan and Profile US-12 Crossing; This sheet has been reissued to include the following note: 
“WHEN THE CONTRACTOR REQUESTS PROTECTION SERVICES FROM AMTRAK, HE MUST 
NOTIFY AMTRAK THAT THE PROTECTION PROVIDED MUST INCLUDE TRACK PERSONNEL FOR 
GROUND PENETRATING ACTIVITIES.  FAILURE TO REQUEST TRACK PERSONNEL FOR 
GROUND PENETRATING ACTIVITIES MAY CAUSE DELAYS TO THE PROJECT.” 

 

 The bidder hereby acknowledges receipt of this Addendum and shall include a signed copy with their bid. 

 

Company Date 

Signature Title 

Print or Type Name  



New Buffalo Township 

Michigan Shores Water District Project    
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Wightman  

PS-25 

PROJECT SPECIFICATION 

 

 FOR 

 

VALVES AND BOXES 

 

Description 

 

For the unit price bid for the respective sizes and types of valves and boxes, the CONTRACTOR shall 

furnish all equipment and materials and do all work necessary to install and construct the valves and valve 

boxes as shown on the plans and as specified. 

 

Work Included 

 

The work under these items includes all other equipment, materials, work, and operations necessary to 

install and construct the valves and valve boxes, that is:  furnishing the valves, valve boxes, and other 

materials; earth excavation, removal of pavement, curbs, gutters, sidewalks, etc., care of structures, sheeting 

and shoring, removal and disposal of water, disposal of excess excavated materials, placing the valves and 

joining them to the main lines, setting valve boxes, backfilling, cleaning up and any other related work not 

enumerated and not included under other Contract Items. 

 

Gate Valves 

 

The gate valves to be furnished and installed under these items shall be Clow or equal and comply with all 

applicable provisions of the latest revision of AWWA Standard C515-99 for Reduced Wall, Resilient 

Seated Gate Valves. Wedge shall be constructed of ductile iron, fully encapsulated in synthetic rubber 

except for guide and wedge nut areas.  Wedge rubber shall be molded in place and bonded to the ductile 

iron portion and shall not be mechanically attached with screws, rivets, or similar fasteners. Wedge shall 

seat against surfaces arranged symmetrically about the centerline of the operating stem so that seating is 

equally effective regardless of direction of pressure imbalance across the wedge.  All seating surfaces in 

body shall be inclined to the vertical at a minimum of 32 (when stem is in a vertical position) to eliminate 

abrasive wear of rubber sealing surfaces.  Stem shall be sealed by at least two O-rings; all stem seals shall 

be replaceable with valve open and subjected to full rated pressure. Waterway shall be smooth and shall 

have no depressions or cavities in seal area where foreign materials can lodge and prevent closure or sealing. 

Valve body and bonnet shall be epoxy coated, inside and out.  Unless otherwise specified below or 

otherwise shown on the plans, gate valves shall have non-rising stem, 2” operating nut for 

counter-clockwise opening, with mechanical joint ends for ductile iron pipe. Wedge action retainer glands 

shall be used on all valves with less than 50 feet of water main extending beyond valve on both sides. 

 

Valve Boxes 

 

Valve boxes shall be screw type, three piece, cast iron and adjustable having round bases and suitable for 
pipe depth of 5' to 6'. Extensions, if required due to site grades or utility conflicts, shall be included at no 
additional cost to the OWNER. 
 

Measurement and Payment 

 

The actual number of valves and boxes, vaults or manholes, installed complete as shown on the plans and 

as specified, will be counted for payment under the applicable contract item. 

 



New Buffalo Township 

Michigan Shores Water District Project    
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Wightman 
 P-1 

PART 8 

 

PROPOSAL 

 

 

To the Owner: New Buffalo Township 

  17425 Red Arrow Highway 

  New Buffalo, MI 49117 

 

 

Contractor:   

Contact:   

Official Address:   

  

Phone:   

Fax:    

Email:   

 

 

Gentlemen: 

 

The undersigned, having familiarized himself with the local conditions affecting the cost of the work, and 

with the Contract documents, including the Advertisement for Bids, Instructions to Bidders, General 

Conditions, Plans, General Specifications, Project Specifications, Contract, Proposal, Performance Bond, 

and Addenda and exhibits issued and attached to the specifications on file in the office of the ENGINEER, 

hereby propose to perform everything required to be performed and to provide and furnish all of the labor, 

materials, necessary tools, expendable equipment, and all utility and transportation services necessary to 

perform and complete in a workmanlike manner all work required  for the construction and completion of 

this project for the ENGINEER, all in accordance with the above, including Addenda Nos.  __________, 

issued thereto, for the prices, to wit: 

 

 

(the proposal section follows) 
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NEW BUFFALO TOWNSHIP 

MICHIGAN SHORES WATER DISTRICT PROJECT 

PROPOSAL 

ITEM 

NO 

ESTIMATED 

QUANTITY 

 

UNIT 

 

DESCRIPTION 

UNIT 

PRICE 

TOTAL 

PRICE 

1 1 LS Traffic Maintenance and Control   

2 1 EA Connect to Existing 16" Water Main - Dry Tap Method   

3 4 EA Connect to Existing 8" Water Main - Dry Tap Method   

4 2 EA Connect to Existing 6" Water Main - Dry Tap Method   

5 9 EA Connect to Existing 6" Water Main - Wet Tap Method   

6 160 LFT Watermain Carrier, 12-inch   

7 160 LFT Bore and Jack - 24" Steel Casing   

8 10 LFT Watermain, 12-inch   

9 5,200 LFT Watermain, 8-inch - Directional Drilling   

10 3,300 LFT Watermain, 8-inch   

11 2,400 LFT Watermain, 6-inch Directionally Drilling   

12 4,000 LFT Watermain, 6-inch    

13 6,000 LBS Ductile Iron Fittings   

14 1 EA Gate Valve and Box, 12-inch   

15 19 EA Gate Valve and Box, 8-inch   

16 16 EA Gate Valve and Box, 6-inch   

17 40 EA Water Service Connection, 1-inch   

18 55 EA Reconnect Existing Water Service, 1-inch, PVC   

19 55 EA Reconnect Existing Water Service, 1-inch, HDPE    

20 15 EA Reconnect Existing Water Service, 1-inch, HDPE w/ Curb Stop   

21 3,000 LFT 1" Water Service Pipe   
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NEW BUFFALO TOWNSHIP 

MICHIGAN SHORES WATER DISTRICT PROJECT 

PROPOSAL 

ITEM 

NO 

ESTIMATED 

QUANTITY 

 

UNIT 

 

DESCRIPTION 

UNIT 

PRICE 

TOTAL 

PRICE 

22 33 EA 6-inch Hydrant, Valve and Box   

23 6 EA Hydrant, Remove   

24 3 EA Valve Box, Removal   

25 900 TON HMA, 13A   

26 1,050 TON HMA, 36A   

27 1,300 SFT Conc. Pavt, Nonreinf, 6-inch   

28 90 SFT Conc. Pavt, Reinf, 9-inch   

      

      

      

      

      

      

      

      

 

     TOTAL BID ENTERED $  



New Buffalo Township 

Michigan Shores Water District Project    
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Wightman 
 P-4 

Accompanying this Proposal is a (Bid Bond, Certified Check, Bank Draft) in the amount of Five Percent 

(5%) payable to the ______________________required by the Advertisement for Bids. 

 

In submitting this bid, it is understood that the right is reserved for the ENGINEER to reject any and all 

bids.  It is agreed that this bid may not be withdrawn for a period of ninety (90) days from the opening 

thereof. 

 

If awarded a Contract, the undersigned agrees to begin work within 10 days of the effective date of Contract 

or a date agreed upon with the OWNER and further agrees to proceed with all possible dispatch, and fully 

complete the work as detailed in the Progress Schedule. 

 

 

           

DATE  FIRM NAME 

 

OFFICIAL ADDRESS:        

BY: 

    

    

    

    

 

 

(Note: Bidders should not add any conditions or qualifying statements to the bid as otherwise the bid may 

be declared irregular as being not responsive to the Advertisement for Bids.) 
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PROJECT
LOCATION

INDEX OF PLANS

 

170849-01

DATE:

SCALE:

REVISIONS

P:\BentonHarbor\170849 New Buffalo Township - Michiana Assessment

Assistance\B) Drawings\B50 AutoCAD\170849-01.dwg 170849-01 5/7/2018

1:36:48 PM

THE REPRODUCTION, COPYING OR OTHER

USE OF THIS DRAWING WITHOUT WRITTEN

CONSENT IS PROHIBITED.

© 2018 WIGHTMAN & ASSOCIATES, INC.

BENTON HARBOR

2303 Pipestone Road

Benton Harbor, MI 49022

Phone: 269.927.0100

PORTAGE

9835 Portage Road 

Portage, MI 49002

Phone: 269.327.3532

ALLEGAN

1670 Lincoln Road 

Allegan, MI 49010

Phone: 269.673.8465

www.wightman-assoc.com

04/19/2018

NONE

03 5/7/2018 TJN

ISSUED FOR ADDENDUM #2

02 5/3/2018 TJN

ISSUED FOR ADDENDUM #1

01 4/19/2018 TJN

ISSUED FOR BIDDING

NEW BUFFALO

TOWNSHIP

17425 RED ARROW HWY

NEW BUFFALO, MI 49117

PROJECT NAME:

MICHIGAN SHORES

AREA WATER

DISTRICT

COVER SHEET

170849

NEW BUFFALO TOWNSHIP
MICHIGAN SHORES AREA WATER DISTRICT

GAS

TELEPHONE

ELECTRIC

CABLE TV

FIBER OPTIC

WATER

SEWER

AMTRAK C&S

"MISS DIG"

SEMCO ENERGY

1000 BELL RD.

NILES, MI 49120

1-269-317-1505

ROB STAFFORD

AT&T

1435 MILTON AVENUE

BENTON HARBOR, MI 49022

1-269-926-0232

CHRIS O'BRIEN

INDIANA MICHIGAN POWER

2425 MEADOWBROOK ROAD

BENTON HARBOR, MI 49022

1-269-926-0683

KURT SCHNEIDER

COMCAST

16 WEST 84TH DRIVE

MERRILVILLE, IN 46410

1-224-229-6850

LARRY SMITH

AT&T

107 MARINER DR

MICHIGAN CITY, IN 46545

1-269-0233

JOHN STERNAMAN

COMCAST

16 WEST 84TH DRIVE

MERRILVILLE, IN 46410

1-224-229-56850

LARRY SMITH

NEW BUFFALO TOWNSHIP WATER DEPT

17655 CLAY STREET

NEW BUFFALO, MI 49117

1-269-231-0154

ARCHIE BARKMAN

VILLAGE OF MICHIANA

4000 CHEROKEE

MICHIANA, MI 49117

1-269-469-4600

RICK RIETZ

NEW BUFFALO TOWNSHIP WATER DEPT

17655 CLAY STREET

NEW BUFFALO, MI 49117

1-269-231-0154

ARCHIE BARKMAN

AMTRAK COMMUNICATIONS & SIGNAL

1-269-985-3680

PRESTON KENSINGER

811

UTILITIES

BERRIEN COUNTY

SCALE: NONE

N

2

2

170849-01 COVER SHEET

170849-02 SYSTEM MAP, PHASING AND DETOUR ROUTE

170849-03 PROJECT NOTES, SESC NOTES

170849-04 SESC NOTES

170849-05 SESC NOTES

170849-06 SESC NOTES

170849-07 US-12 BORING PLAN

170849-08 PLAN AND PROFILE - US-12 CROSSING - STA. 10+00 TO STA. 11+75

170849-09 PLAN AND PROFILE - GRAND BEACH ROAD AND WOODCREST LANE

   STA. 29+75 TO STA. 40+50

170849-10 PLAN AND PROFILE - WOODCREST LANE - STA. 40+50 TO STA. 51+00

170849-11 PLAN AND PROFILE - GRAND BEACH ROAD AND OAK DRIVE - STA. 51+00 TO STA. 61+95

170849-12 PLAN AND PROFILE - EVERGREEN DRIVE - STA. 70+00 TO STA. 76+28

170849-13 PLAN AND PROFILE - POPLAR - STA. 90+00 TO STA. 92+52 -

 DOGWOOD DRIVE - STA. 100+00 TO STA. 103+97

170849-14 PLAN AND PROFILE - ASH-MAPLE DRIVE - STA. 110+00 to 118+09

170849-15 PLAN AND PROFILE - MAPLE DRIVE - STA. 130+00 TO STA. 140+00 

170849-16 PLAN AND PROFILE - MAPLE DRIVE - STA. 140+00 TO STA.

 143+10   DOGWOOD DRIVE - STA. 150+00 TO STA. 152+87

170849-17 PLAN AND PROFILE - GRAND BEACH ROAD - STA. 160+00 TO STA. 169+00

170849-18 PLAN AND PROFILE - PINEWOOD DRIVE - STA. 169+00 TO STA. 178+00

170849-19 PLAN AND PROFILE - PINEWOOD DRIVE AND RAVINE DRIVE - STA. 178+00 TO STA. 187+50

170849-20 PLAN AND PROFILE - RAVINE DRIVE - STA. 187+50 TO STA. 196+50

170849-21 PLAN AND PROFILE - RAVINE DRIVE - STA. 196+50 TO STA. 201+24

170849-22 PLAN AND PROFILE - DOGWOOD DRIVE - STA. 210+00 TO STA. 218+78

170849-23 PLAN AND PROFILE - SPRING CREEK DRIVE - STA. 230+00 TO STA. 237+50

170849-24 PLAN AND PROFILE - HIGHLAND DRIVE - STA. 237+50 TO STA. 246+44

170849-25 PLAN AND PROFILE - RIDGEVIEW DRIVE - STA. 250+00 TO STA. 255+99

170849-26 WATER MAIN DETAILS

3

3


